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GENERAL NOTES:
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KEY NOTES:
<> HW-MCC A FRONT
GE SERIES 8000
CAT #0484X0418M01
DIAGRAM #234B9647
NEMA CLASS II, TYPE B, ENCL. 12
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<#> KEY NOTES:
1. RW-MCC-A SECTION A-C GE SERIES 8000 CAT
#0484X0418M06 DIAGRAM #234B9647 NEMA CLASS I, TYPE
B, ENCL. 12 480V, 39, 3W, 60HZ 600 AMP MAIN BUS
COPPER, SILVER PLATED 300 AMP GROUND BUS COPPER,
SILVER PLATED 42,000 AMP SYMMETRICAL BUS BRACING
Ve N Ve N 14,000 AMP SYMMETRICAL MCC SHORT CIRCUIT RATING
[— 20" — = 24" —= 36" —t— 20" —
B — T / 2. RW-MCC-A SECTION-E GE SERIES 8000 CAT
RW-MCC A-A RW-MCC A-B RW-MCC A-C RW-MCC-E-A RW-MCC B-A RW-MCC B-B RW-MCC B-C RW-MCCE-A #0513X0068L01 DIAGRAM # 241B5610 NEMA CLASS |,
1- 1- TYPE B, ENCL. 12 480V, 39, 3W, 60HZ 600 AMP MAIN
SCUM PUMP BUS COPPER, SILVER PLATED 300 AMP GROUND BUS
2. CONTROLS 2. COPPER, SILVER PLATED
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3- ! 3.
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4 - 4 - 5. SALVAGE THE STARTER TO THE OWNER.
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FROM SUBSTATION ES3

GENERAL NOTES:

1. DEMOLISH THE EXISTING POWER CONDUCTORS AND
EQUIPMENT. REFER TO THE DEMOLITION PLAN

DRAWINGS FOR ADDITIONAL INFORMATION.

<¢> KEY NOTES:

SALVAGE THE VFDS TO THE OWNER.

2. SALVAGE THE EXISTING SPARE STARTER.
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GENERAL NOTES:
1. RW-MCC-B GE SERIES 8000 CAT #484X0418M08 DIAGRAM #234B9647
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1.  REUSE THE EXISTING CIRCUIT BREAKERS FOR THE NEW VFDS.
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HW-VFD2 AND HW- VFD3
COMMON BUS

GENERAL NOTES

1.

REFER TO SECTION 01030 SPECIAL PROJECT
CONSTRAINTS FOR CONSTRUCTION SEQUENCING.

HW-MCC-B POWERS VFD-2, VFD-3, AND VFD-5.

HW-MCC-A POWERS VFD-4, VFD-6, AND VFD-7.

SALVAGE ALL PLC HARDWARE AND HMI UNITS
FROM THE CONTROL SECTIONS TO THE OWNER.

PROVIDE TEMPORARY SUPPORTS FOR ALL
WIREWAY AND CONDUITS AS REQUIRED DURING

CONSTRUCTION.

COVER ALL OPENINGS IN THE WIREWAYS,
JUNCTION BOXES, OR MOTOR CONTROL CENTERS
THAT RESULT FROM THE REMOVAL OF ANY

EXISTING CONDUITS.

<¢> KEY NOTES

THE POWER TO VFD-7 ENTERS THROUGH THE

1.

A4021 @

A4022

—_

N
CONTROL
SECTION 6

~
VFD-HW-6

FILLER
PLATE

N
CONTROL
SECTION 5

N
CONTROL
SECTION 4

~
VFD-HW-5

v

VFD-HW-4 @

EXISTING VFED LINEUP ELEVATION

SCALE: 1/2" =
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PCM-100

~
VFD-HW-3

~
VFD-HW-2

J

10.

11.

2.

SIDE OF THE VFD.

THE POWER FROM VFD-7 TO HW-P-7 EXITS

THROUGH THE SIDE OF THE VFD.

6" X 6" WIREWAY WITH POWER CONDUCTORS TO

VFD-6

THE POWER CONDUCTORS FROM VFD-6 TO
HW-P-6 PASS THROUGH THE CONTROL SECTION

AND THE SIDE OF THE VFD.

THE VFD-5 POWER CONDUCTORS IN CONDUITS
A1025 AND A1026 CONTINUE THROUGH A SHORT
SECTION OF WIREWAY AND THEN CONDUIT
NIPPLES INTO HW-MCC-B. SEE DRAWING D-01-03.

6"X6" WIREWAY WITH DIVIDERS BETWEEN
NETWORK, ANALOG AND CONTROL SECTIONS.

PULL BACK AND PROTECT THE EXISTING ANALOG
AND CONTROL WIRING. DEMOLISH THE EXISTING

NETWORK CABLES.

THE UNTAGGED CONDUITS ARE NOT
SCHEDULED. FIELD INVESTIGATE CONTENTS AS
REQUIRED. VERIFY THE ORDER OF THE

CONDUITS.

DEMOLISH THE EXISTING HOUSEKEEPING PAD
SO IT EXTENDS PASSED THE REVISED
EQUIPMENT LINEUP 3" TO THE EAST. RELOCATE
THE BARRIER AND PATCH THE HOLES IN THE

FLOOR.

DEMOLISH THE HOUSEKEEPING PAD TO MATCH
THE NEW VFDS. REFER TO D-1E-03 FOR

ADDITIONAL DETAILS.

FIBER OPTIC NETWORK MUST REMAIN IN

SERVICE.

DEMOLISH ALL POWER, CONTROL AND SIGNAL
CONDUCTORS ASSOCIATED WITH HW-VFD-2 AND

HW-VFD-3.
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GENERAL NOTES:

1. THE LOCATION AND ROUTING OF THE CONDUITS IS APPROXIMATE.
FIELD VERIFY AS REQUIRED.

@ KEY NOTES:
1

/ \ . DEMOLISH EXISTING JUNCTION BOX. PARTIALLY DELETE THE
CONDUITS TO ALLOW THEM TO BE ROUTED TO THE NEW HW-VFD-4
LOCATION.

/ VFD-HW-P2 / VFD-HW-03 / PCM-100 / VFD-HW-P4 VFD-HW-P5 VFD-HW-P6 JUNCTION BOX VFD-HW-P7 HW-MCC-A FRONT

Yl iiidd
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GENERAL NOTES:

1. REFER TO SECTION 01030 SPECIAL PROJECT CONSTRAINTS FOR
CONSTRUCTION SEQUENCING.

2. DEMOLISH ALL CONDUCTORS BETWEEN THE PUMPS AND THE VFDS.

@ KEY NOTES:

OVERHEAD CONDUITS.

2. 6" X 6" WIREWAY WITH DIVIDERS BETWEEN NETWORK, ANALOG AND

CONTROL SECTIONS.

3. POWER WIREWAY AND CONDUITS FROM HW-MCC-B TO HW-VFD-5.

4. THE MOTOR FEEDERS FOR HW-P-5, HW-P-6 AND HW-P-7 RUN THROUGH
THE JUNCTION BOX TO THE RESPECTIVE VFD. THE CONDUITS BETWEEN
THE PUMP AND THE JUNCTION BOX ARE IN THE FLOOR SLAB.

5. DEMOLISH THE HOUSEKEEPING PAD AS SHOWN ON D-1E-01.

6. DEMOLISH THE HW-VFD-5 POWER CONDUITS AND THE HW-P-5 POWER
CONDUITS TO A LOCATION WHERE THEY CAN BE EXTENDED TO THE NEW

VFD.

7. DEMOLISH THE HOUSEKEEPING PAD IN FRONT OF HW-VFD-2 AND
HW-VFD-3 SO THE NORTH SIDE IS FLUSH WITH THE REST OF THE

HOUSEKEEPING PAD.

8. DEMOLISH THE OVERHEAD POWER CONDUITS BACK TO THE SUPPORT
STAND AND AS REQUIRED ON THE STAND TO ALLOW FOR
CONSTRUCTION TO THE NEW VFDS.
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